CONTAINMENT
ELEVATOR SUMP W/ BARREL

NOTES:
1. DRUM MUST BE LOCATED INDOORS
   ACCESSIBLE BY 2-WHEEL HAND TRUCK (DOLLY).
2. NO DRAINS PERMITTED IN SUMP PIT.
3. PROVIDE VENTILATION FOR BARREL.
   ACCEPTABLE TO THE FIRE MARSHALL.

PRESSURIZATION/VACUUM:
   TO AVOID BARREL BLOW OUT.

ADJUST TO SUIT FIELD CONDITIONS

CONTAINMENT BARREL
HIGH LEVEL ALARM WITH SHUT OFF SWITCH TO SUMP PUMP

POWER CORD

FURNISHED WITH

PUMP LENGTH AS REQUIRED WITHOUT "SPICE.

REF PLAIN DISCHARGE UNION

ELEVATOR SUMP CHECK VALVE

SLAB FLOOR

PUMP

REF ELECTRICAL